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NOTES:
1. THE CONTRACTOR SHALL CONTACT THE INSPECTOR FQGR EXACT ASSEMBLY LENGTH AND HEIGHT ABOVE THE
SLAB REQUIRED FGR THE FIRE LNE MASTER METER TO BE INSTALLEDR BY THE CONTRAGTOR TO GITY

SPECIFIGATIONS, ALL UTHER PIPE, FITTINGS AND APPURTENANGES SHALL BE INSTALLED BY THE CRNTRAGTOR,
2. ALL THE ABOVE GROUND PIPE SHALL BE FLANGED DOUCTILE IRON.

3. DOUBLE CHECK BFP TG BE HERSEY MODEL DCC I OR APFRCVED EQUAL.
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